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Abstract Monitoring of partial discharge (PD) activity within high-voltage electrical environments is
increasingly used for the assessment of insulation condition. Traditional measurement techniques employ
technologies that either require off-line installation or have high power consumption and are hence costly. A
wireless sensor network is proposed that utilizes only received signal strength to locate areas of PD activity
within a high-voltage electricity substation. The network comprises low-power and low-cost radiometric
sensor nodes which receive the radiation propagated from a source of PD. Results are reported from several
empirical tests performed within a large indoor environment and a substation environment using a network
of nine sensor nodes. A portable PD source emulator was placed at multiple locations within the network.
Signal strength measured by the nodes is reported via WirelessHART to a data collection hub where it is
processed using a location algorithm. The results obtained place the measured location within 2 m of the
actual source location.
1. Introduction
Partial discharge (PD) is a fault that occurs within the insulation of high-voltage (HV) plant such as cables,
switchgear and transformers. PD is deﬁned by the International Electrotechnical Commission (IEC) standard
as “localized electrical discharge that only partially bridges the insulation between conductors and which
can or cannot occur adjacent to a conductor. Partial discharges are in general a consequence of local elec-
trical stress concentrations in the insulation or on the surface of the insulation. Generally, such discharges
appear as pulses having a duration of much less than 1 microsecond” (IEC International Standard 60270,
2000). The detection of PD activity permits the condition of HV plant to be assessed and enables insulation
defects to be detected and located, and corrective action to be taken, before catastrophic failure (ﬂashover)
occurs (de Souza Neto et al., 2013). The detection and measurement of PD is a widely used technique for
the assessment of HV plant (Reid et al., 2011) and many techniques have been developed utilizing both
contact and wireless technologies.
This paper presents the progress made toward implementing a versatile, fully-scalable, wireless sensor
network (WSN) intended to monitor HV plant within an electricity substation, previous developments to
the project have been reported in Zhang, Neto, et al. (2015), Zhang, Upton, et al. (2015), Upton et al.
(2017), and Jaber et al. (2017). The WSN utilizes received signal strength (RSS) of the electromagnetic wave
radiated by a source of PD. A WSN provides beneﬁts over traditional wired PD detection techniques such
as installation without taking plant off-line, ease of reconﬁguration, and graceful system degradation in the
event of node failure. For the WSN to be a practical, fully scalable solution to PDmonitoring, the sensor nodes
must be low cost, low power, and able to detect PD radiation with intensity of engineering interest at a range
of at least 10 m.
Traditional radiometric techniques for the detection and location of PD sources, such as time of arrival and
time difference of arrival (Judd, 2008; Li et al., 2017; Moore et al., 2003; Portugues et al., 2009; Robles et al.,
2016; Zhu et al., 2016, 2017), employ technologies that require high-speed data acquisition and relatively
large amounts of data processing, as well as synchronization between nodes, making the design of the
sensor nodes complex and costly. An RSS-only monitoring and location technology provides a simpler and
cheaper approach, which can be fully scalable and requires no synchronization between nodes (de Souza
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Neto et al., 2012). Previous RSS PDmeasurement systems have been developed (Baker et al., 2009, 2010; Huang
et al., 2017) that utilize radio-frequency (RF) envelope-tracking power detectors to reduce the required
sampling rate; however, data acquisition in excess of 10MSa/s is still required to process radiometric PD signals.
2. Partial Discharge Wireless Sensor Network
The PD WSN is composed of an array of radiometric sensor nodes which all communicate to a central data
collection hub. A conceptual layout of the proposed PD WSN, superimposed over an overhead photograph
of a typical medium voltage substation in the UK, is shown in Figure 1.
To avoid the measurements of PD intensity being inﬂated by communication signals, the measurement is
limited to frequencies below 320 MHz, where the majority of PD activity occurs. Notch ﬁlters are also incor-
porated to remove narrowband interference (in particular broadcast signals) below this frequency.
Data are transmitted from sensor nodes to the data collection hub in the 2.4 GHz industrial, scientiﬁc and
medical (ISM) band to avoid interfering with the measurement of PD activity. The WirelessHART transmission
protocol used is resilient to the harsh electromagnetic environment. It supports a mesh topology and fea-
tures self-conﬁguring, self-healing functions.
2.1. Sensor Nodes
The sensor node, shown in Figure 2, consists of four subsystems: an RF front end, a signal conditioning unit, a
microcontroller, and a WirelessHART unit. A dipole antenna is used as the receiving radiometer antenna,
because an omnidirectional radiation pattern is desirable, coupled through a 4:1 balun to increase the band-
width. Experimental data suggest that the typical spectra for various radiometric PD types is between 50 and
Figure 1. Conceptual partial discharge (PD) wireless sensor network (photo copyright Google™).
Figure 2. Wireless sensor node block diagram. LNA = low-noise ampliﬁer; TRI = transistor-reset integrator; ADC = analog-
to-digital converter.
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800 MHz, with the majority below 300 MHz (Albarracín et al., 2016;
Hoshino et al., 2001; Jaber et al., 2017; Robles et al., 2012, 2013;
Tenbohlen et al., 2008; Xiao et al., 2009); therefore, a sensor bandwidth
in this region was selected. The receiving antenna is connected to the
RF front end, which contains a band-pass ﬁlter for the 30–320 MHz
band, a band-stop ﬁlter for the 75–255 MHz band, an ADL5530
low-noise ampliﬁer, and an LTC5507 RF envelope detector. The ﬁlters
remove interference, such as FM, private mobile radio, digital radio,
and TV, that may be present in the monitored band. There are two
resulting pass-bands from 30 to 75 MHz and from 255 to 320 MHz,
with a midband gain between 11.7 and 14.4 dB and a measured noise
ﬁgure of 5–7 dB. Figure 3 shows the frequency response of the RF
front end.
The envelope detector reduces the signal bandwidth by removing the
RF component of the PD signal, leaving only the envelope. The
envelope detected signal is applied to the signal conditioning circuit,
Figure 4, which provides further ampliﬁcation, along with a count
for each received PD event, before integrating the envelope
detected pulse.
The envelope-detected signal is AC coupled through ﬁlter C1 and R1 and then ampliﬁed by the noninverting
ampliﬁer U1 set to a gain of three. The ampliﬁed signal is then applied to a high-speed comparator, set to a
4 mV threshold voltage, and a transistor-reset integrator (TRI). The TRI is switched between two modes, inte-
gration and hold, via switches S1 and S2. When the received PD event is approximately above 1.3 mV, com-
parator U3 outputs a logic high signal, actuating S1 and activating the integration mode. S2 is actuated at the
same time in order to compensate for the charge injection of S1. Signals below the comparator threshold,
such as envelope-detected noise, are prevented from creating a constant rise in integrator output voltage.
The comparator also counts the number of received (individual) PD events by activating the monostable cir-
cuit, feeding a logic high level to the microcontroller. The monostable is set for a 5 μs duration, ensuring that
the microcontroller has enough time to acknowledge the signal. Once the signal voltage drops below the
threshold, integration is stopped and the output of the TRI is thus held at a constant level. The integrator reset
function is achieved through comparator U4 and transistors Q1 and Q2. When the precision integrator output
voltage exceeds the 1.5 V threshold level of U2 the output drives high, activating Q1 and Q2. Q1 discharges
Figure 3. RF front end frequency response.
Figure 4. Signal conditioning circuit diagram.
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the feedback capacitor C1, effectively resetting the integrator, while Q2 adjusts the threshold of comparator
U4 to near 0 V, ensuring that the integrator is fully reset. The inverting (2 times) ampliﬁer U5 inverts the output
of the integrator to a positive-going voltage and scales it to the 3 V power supply range to ensure that the
maximum analog-to-digital converter dynamic range is utilized.
The TRI reduces the bandwidth of a single envelope-detected signal to a DC voltage level, resulting in a stair-
case signal at the output of the TRI for multiple received PD events. It provides an output which is a metric of
accumulated PD activity. Figure 5a shows the outputs on an expanded timescale of the RF envelope detector
and the TRI after a single emulated PD event, and Figure 5b shows the output of the TRI for multiple events
from a PD calibration source with a 10 ms repetition rate.
The signal held at the output of the TRI is sampled once by the internal analog-to-digital converter of a micro-
controller when the signal from comparator U3 is applied to a digital “count” input. The strength (i.e., integral)
of each detected PD pulse is determined by taking the difference between the current and previous samples.
The samples are then acquired and averaged by the microcontroller over a 1 s period. The average integrated
signal and the count value are transmitted to the data collection hub via the WirelessHART transceiver. The
signals are then processed to locate the source of PD. The integrator output step size is a measure of the
received PD signal power at the terminals of the receiving antenna. A small number of pulses per reset period
indicate a strong received signal, while a large number of pulses per reset period indicate a weak
received signal.
2.2. Sensor Node Calibration
A commercial HVPD pC (picocoulomb) charge injection pulse generator was used to calibrate the sensor
nodes. The device provides pulses from 1 pC to 100 nC (100,000 pC) with selectable pulse repetition rate
(100, 120, and 400 Hz). Figure 6 shows a 1 nC pulse generated by the calibrator into a 50 Ω load.
The calibrator was set to generate a 1 nC pulse with a repetition rate of 100 Hz and connected via an attenua-
tor to the front end of the sensor node. To present different power levels at the front end, the attenuator
value was changed in discrete steps of 3 dB or 4 dB. With each attenua-
tor setting the signal peak power was measured at the front end and
the output of the TRI was sampled and transferred to a PC to calculate
the average step size. The relationship between signal peak power and
TRI step size, shown in Figure 7, is used to calculate the received peak
power using linear interpolation. The dual slope is due to gain com-
pression within the LTC5507 detector to increase dynamic range at
higher input powers.
2.3. Location Algorithm
The source localization is based on a location algorithm that
relies on RSS (Xu et al., 2014). The algorithm uses the simple
propagation model
PR ¼ P0  10n log10di (1)Figure 6. Output voltage pulse of the HVPD calibrator set to 1 nC.
(a) (b)
Figure 5. (a) RF envelope detector and transistor-reset integrator (TRI) output for a single partial discharge (PD) event and
(b) TRI output for multiple events.
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where PR, P0, di, and n are the received power, transmitted power, dis-
tance from the source, and path loss index, respectively. The location
algorithm is executed as follows:
1. Initial estimation is done assuming a global path loss index, n, for all
sensor nodes.
2. The ratios of power received is calculated for sensor node pairs to
generate a loci of source location.
3. Estimated source locations are generated at each intersecting loci.
4. The mean spatial location is calculated from all estimated locations
for a single value of n.
5. The calculation is then repeated for all plausible values of n (1–7).
6. The ﬁnal mean location estimate is then selected based on the least
mean squares value.
Although the location algorithm is based on the simple propagation
model described, it has been found to perform to an acceptable accu-
racy for radiometric PD (within 2 m) for the majority of experimental work performed thus far. However, for
WSN operation within harsher electromagnetic environments, a high-performance location algorithm would
be utilized (Fresno et al., 2017; Iorkyase et al., 2017).
3. Results
Two tests were performed, one in an indoor sports hall and one in a more realistic environment at the Power
Networks Demonstration Centre (PNDC) near Glasgow, Scotland. Possible electromagnetic interference
within the sensor measurement bandwidth ranges from FM radio, digital audio broadcasting (DAB), corona
discharges, and ﬂuorescent lamp ignition (Albarracín et al., 2015). Since FM and DAB are removed via the
front end RF ﬁltering these sources were not an issue in either test. No equipment emitting corona discharge
was present during the sports hall test, and the plant equipment at the PNDC was not energized during the
test. Finally, although ﬂuorescent lights were present in the sports hall, the distance between the sensor
nodes and the ceiling mounted lights was far enough to ensure no interference was received, and no ﬂuor-
escent lights were present during the PNDC test. Interference in the UHF band, such as DVB-T and LTE/GSM,
was outside of the measurement band of the sensors.
3.1. Indoor Test
A nine-node sensor network was used for the indoor test. The sensors were placed in a square grid with 9 m
spacing, as shown in Figure 8. The HVPD pC calibrator connected to Aaronia BicoLOG 20100E biconical
Figure 7. Transistor-reset integrator average step size versus signal peak power.
(a) (b)
Figure 8. (a) Partial discharge wireless sensor network layout and (b) photograph of the test space.
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antenna was used as a PD emulator to generate the signal to be located. The PD emulator was set to generate
10 nC pulses at a repetition rate of 100 Hz.
The PD source was placed in two different locations, labeled as Position 1 and Position 2 in Figure 8a. The
sensors were programmed to collect data for a duration of 1 s. For each location the test was repeated ﬁve
times. No data are presented for node 2 because it malfunctioned during the test. As can be seen in
Figure 9, the PD source locations were estimated approximately with an error of 1.1 and 1.9 m for
Positions 1 and 2, respectively.
3.2. PNDC Substation Test
The second test was conducted using the same nine-node network at the PNDC. The PNDC provided an
environment equivalent to a substation, with switchgear, transformers, and earthed metal shielding; how-
ever, the PNDC HV network was not energized during the test. Sensors were spaced at intervals of 8 m, as
shown in Figure 10, due to space constrictions within the PNDC.
As with the indoor test, the HVPD pC calibrator was used to generate a 10 nC emulated source of PD at a
repetition rate of 100 Hz. The PD calibrator was placed in two locations (PD Source 1 and PD Source 2) ,
and the resulting received powers for each node were transmitted to the central hub, where the location
algorithm was then applied. The results in Figure 11 show an error of 1.2 and 1.0 m for Sources 1 and
2, respectively.
(a) (b)
Figure 9. Estimated location of the partial discharge (PD) source (a) Position 1 and (b) Position 2.
(a) (b)
Figure 10. (a) Overhead view of the Power Networks Demonstration Centre WSN layout. (b) Sensors in the Power Networks
Demonstration Centre test space. PD = partial discharge.
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4. Conclusion
A real-time radiometric WSN system for monitoring and locating PD sources has been designed, implemen-
ted, and tested within an indoor and substation environment, and an RSS-based location algorithm has been
demonstrated to successfully locate an emulated source of PD. The results obtained from testing within the
PNDC demonstrate that the WSN is capable of detecting andmeasuring PD activity within a substation envir-
onment with useful accuracy.
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